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PROPOSED CODE CHANGE (Check One)

|:| Change to read as follows |Z|Add to read as follows |:| Delete and substitute as follows |:| Delete without substitution

E3601.6.2 Service disconnect location. The service disconnecting means shall be installed at a readily accessible location either
outside of a building or inside nearest the point of entrance of the service conductors. Service disconnecting means shall not be
installed in bathrooms. Each occupant shall have access to the disconnect serving the dwelling unit in which they reside.
Conductors shall be considered outside of a building or structure under any of the following conditions:

(1) where installed under not less than 2 inches (51 mm) of concrete beneath a building or other structure,

(2) where installed within a building or other structure in a raceway that is encased in concrete or brick not less than 2 inches

thick, or
(3) where installed in conduit and under not less than 18 inches (457 mm) of earth beneath a building or other structure.

REASON AND FISCAL IMPACT

Brought forward from the 2005 IRC and the 2009 NEC.

REVIEW RECOMMENDATION

Approve
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Approve as amended
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